




















　　The promotion of the energy saving is needed in the context of climate change problem and 
energy resource problem. The update to an energy-saving lighting is considered for one of the 
energy-saving methods. In Hachinohe Institute of Technology, solar pawr generation system and 
tube type LED lightings are introduced by Hachinohe Eco Campus Project. Therefore, in this study, 
basic characteristics such as illuminance and power consumption of the tube type LED lightings 
introduced into Hachinohe Institute of Technology are investigated.
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量の 13［%］）、業務部門が 891［億 kWh］（業務用の使






















FLX-1334 を使用した。 　南北方向に南側の壁から 280［mm］の点をはじめとし
て 1140［mm］間隔で 3 点、東西方向に体育館渡り廊下
250［mm］の点をはじめとして 1575［mm］間隔で 38 点、
合計 114 点で床上の照度を測定した。直管型 LED 照明
更新前に通常の蛍光灯を点灯したときの測定結果を表 1
に、直管型 LED 照明更新後の測定結果を表 2 に示す。
また、この測定結果を基に、横軸を図 1 の体育館側渡り
廊下からの距離、縦軸を南側壁からの距離、色合いを照
























図 1　電気電子システム専門棟 2 階廊下の照度測定場所
図 2　廊下の照度測定結果（LED 照明導入前）
図 3　廊下の照度測定結果（LED 照明導入後）
写真 1　電気電子システム専門棟 2 階に導入された直管型 LED 照明
— 55 —
LED 照明の諸特性に関する基礎的研究（花田）





250 1625 3200 4775 6350 7925 9500 11075 12650 14225 15800 17375 18950
280 93 213 314 225 156 216 274 223 177 270 364 268 168
1420 103 261 404 270 167 247 335 246 186 320 468 309 181
2560 139 244 319 231 146 215 273 220 167 271 374 269 175








20525 22100 23675 25250 26825 28400 29975 31550 33125 34700 36275 37850 39425
280 229 348 264 166 223 294 214 155 224 299 235 155 213
1420 299 438 307 174 272 355 243 166 269 399 275 165 253
2560 266 349 265 150 239 295 210 140 230 313 230 143 218








41000 42575 44150 45725 47300 48875 50450 52025 53600 55175 56750 58325 　
280 288 229 155 232 294 196 158 237 307 185 86 36
1420 377 259 167 265 350 236 168 282 385 232 95 37
2560 300 259 196 232 292 195 156 240 303 179 120 35












250 1625 3200 4775 6350 7925 9500 11075 12650 14225 15800 17375 18950
280 57 169 282 187 115 192 289 192 121 210 297 210 109
1420 60 206 364 230 124 226 362 226 131 254 389 240 126
2560 53 149 284 195 107 195 291 194 117 216 309 214 113








20525 22100 23675 25250 26825 28400 29975 31550 33125 34700 36275 37850 39425
280 181 304 215 121 191 282 196 116 196 282 215 116 188
1420 234 381 244 126 222 353 235 123 228 378 243 125 219
2560 204 299 213 109 190 284 197 103 192 296 207 110 182








41000 42575 44150 45725 47300 48875 50450 52025 53600 55175 56750 58325
280 280 196 104 197 286 176 112 196 300 181 76 52
1420 370 224 112 227 349 226 121 225 372 226 82 55
2560 292 170 91 191 285 173 111 193 294 177 101 52 　
























ウ　コンピュータ教室等の机上の照度は、500 ～ 1000 
lx 程度が望ましい。
エ　テレビやコンピュータ等の画面の垂直面照度は、
100 ～ 500 lx 程度が望ましい。
オ　その他の場所における照度は、工業標準化法（昭和
24 年法律第 185 号）に基づく日本工業規格（以下「日
本工業規格」という。）Z 9110 に規定する学校施設
の人工照明の照度基準に適合すること。















4 のように 110 形蛍光灯が 6 本設置してあり、これをす
べて直管型 LED 照明に更新している（写真 2）。
　E205 室における下図 4 の●印の場所の机上に照度計
Fine デジタル照度計 FLX-1334 を設置し、室内の照度
を測定した。この結果を表 5、6 に示す。なお、測定は
外部の明かりはほぼ入らないように夜間に行い、また、
図 4 の gC の位置にはロッカーが、fG、gG の位置には
棚があったために照度の測定ができなかった。





























































A B C D E F G
a 222 252 330 361 339 225 207
b 281 313 454 490 450 313 241
c 273 338 502 538 501 358 291
d 308 360 533 565 521 374 302
e 316 362 520 553 520 350 294
f 283 349 468 500 440 322 ---
g 255 280 --- 420 360 277 ---
表 6　ヱヂソン倶楽部の照度測定結果（更新後）
（単位：照度［lx］）
A B C D E F G
a 161 201 295 302 283 215 171
b 238 252 386 394 376 289 214
c 214 274 390 427 409 293 240
d 242 322 428 470 441 318 252
e 249 312 419 435 403 295 236
f 234 284 386 408 378 276 ---










電気電子システム専門棟 2 階廊下の直管型 LED 照明と
従来型蛍光灯の点灯時の消費電力を比較した結果を表 7
に示す。
　表 7 を見ると、直管型 LED 照明の消費電力は従来型
蛍光灯の半分以下となっており、40W 形× 24 灯、20W
形× 24 灯の合計で約 1［kW］の省エネルギー効果が得
られていることがわかる。直管型 LED 照明を 768.4［Wh］
使用すれば、従来型蛍光灯を使用していた時よりも使
用電力量を 1049.8［Wh］ を削減することができるため、



































直管型 LED 照明 768.4
従来型蛍光灯 1818.2
差 1049.8
